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The Seattle Building, Fire and Electrical codes each 
contain requirements for back-up power systems. The 
three types of systems, as classified by the Seattle 
Electrical Code, are emergency, legally required 
standby, and optional standby power systems.  

The Building and Fire codes specify which building 
systems require emergency or legally required stand-
by power; the Electrical Code specifies how the power 
system is to be installed.  

This Client Assistance Memo explains the basic code 
provisions regarding emergency and required standby 
power and how they are coordinated in the codes.  

Emergency Systems
The loads, or equipment, that are required to be 
supplied by emergency power systems are specifi-
cally identified in the Building and Fire codes.  An 
emergency system automatically supplies illumination, 
power, or both to designated areas and equipment in 
the event of a failure of the normal supply to elements 
of a system intended for safety to human life.  The 
table on pages 3 and 4 lists the types of equipment 
that function in emergency systems in Seattle.

Legally Required Standby Systems
The loads, or equipment, that are required to be sup-
plied by a legally required power system are specifi-
cally identified in the Building and Fire codes.  Stand-
by systems automatically maintain power to selected 
loads (other than those classed as emergency sys-
tems) in the event of failure of the normal source.  The 
table on pages 3 and 4 lists equipment that makes up 
legally required standby systems in Seattle. 

Optional Standby Systems
Business or operations may require a continual supply 
of power in the event of a failure of the normal source.  
Optional standby systems are systems designated 
by the building owner or occupant to supply power to 
facilities or property where life safety does not depend 
on the performance of the system.  Optional standby 
systems are typically installed to provide an alternate 
source of electric power to serve loads such as heat-
ing and refrigeration systems, data processing and 
communications systems, and industrial processes 
that, when stopped during any power outage, could 
cause discomfort, serious interruption of the process, 
or damage to a product or process.

Building and Fire Code Provisions
Below are some examples in which Seattle codes re-
quire emergency sources and legally required standby 
sources. 

Emergency power sources are required for:

Smoke control systems

Fire alarms systems

Exit lighting

Exit signs

Elevator car lights

High-rise elevator operation

Fire pumps in high-rise buildings

Legally required standby power sources are  
required for: 

Pressurization systems in low-rise buildings

Fire pumps in low-rise buildings

Elevators used as accessible means of egress in 
low-rise buildings
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It is important to note that the Fire Code requires gen-
erators inside high-rise buildings be located in a sepa-
rate room enclosed with two-hour fire-resistance-rated 
fire barriers.  See Seattle Fire Code Section 604.14.1.

Electrical Code Provisions
For emergency systems, power is required to be sup-
plied to the equipment within 10 seconds.  Additional 
time may be allowed to energize the loads after power 
becomes available.  The table on pages 3 and 4 spec-
ifies the time allowed.  Only loads that are required by 
the Building or Fire code to have emergency power 
may be supplied by the emergency power source un-
less the emergency source is of sufficient size to serve 
all emergency, required standby, and optional loads.  
Separate transfer switches must be provided for each 
of the emergency, required standby, and optional 
systems.  Automatic load-shedding may be needed.  
The emergency power systems’ wiring must be kept 
separate from required and optional power systems.  
See Seattle Electrical Code 700.9(B).

For legally required standby systems, power must be 
supplied within 60 seconds.  These systems may be 
mingled with normal systems except as provided in 
Sections 701.10 and 695.6(B) of the Seattle Electrical 
Code.  

Links to electronic versions of DPD Client  
Assistance Memos (CAMs) and commonly 
used forms are available on the "Publications" 
page of our website at www.seattle.gov/dpd/
publications.  Paper copies of these documents, 
as well as additional regulations mentioned in this 
CAM, are available from our Public Resource Cen-
ter, located on the 20th floor of Seattle Municipal 
Tower at 700 Fifth Ave. in downtown Seattle, (206) 
684-8467.

Access to Information
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Exit signs
10 seconds

1011.5.3
403.11 H

igh rises
405.10 U

nderground 
buildings

1011.5.2
604.2.14 H

igh rises
604.2.15 U

nderground buildings
2403.12.6.1 Tem

porary tents, canopies, m
em

brane 
structures

Exit illum
ination

10 seconds
1006.3
403.11 H

igh rises
405.10 U

nderground buildings

1006.3
604.2.14 H

igh rises
604.2.15 U

nderground buildings

Em
ergency voice/alarm

 com
-

m
unication

10 seconds
403.11 H

igh rises
402.12 C

overed m
all buildings

405.10 U
nderground buildings

907.2.1.2 A
ssem

bly occupancies

604.2.14 H
igh rises

604.2.13 C
overed m

all buildings
604.2.15 U

nderground buildings
907.2.1.2 A

ssem
bly occupancies

Fire detection
10 seconds

403.11 H
igh rises

909.20.6.2 Sm
okeproof enclosures

405.10 U
nderground buildings

604.2.14 H
igh rises

604.2.15 U
nderground buildings

Fire alarm
s

10 seconds
403.11 H

igh rises
405.10 U

nderground building
604.2.14 H

igh rises
604.2.15 U

nderground buildings

Sm
oke alarm

s in R-1 occu-
pancies

10 seconds
907.2.8.1.2, 907.2.10.2

907.2.8.1.2, 907.2.10.2

Sm
oke control system

s in 
high-rise buildings, under-
ground buildings &

 covered 
m

all buildings

60 seconds
909.11 Sm

oke control
403.11 H

igh rises
404.6 A

trium
s

405.10 U
nderground buildings

909.11

Fire pum
ps in high-rise 

buildings &
 underground 

buildings

60 seconds
403.11 H

igh rises
405.10 U

nderground buildings
604.2.14 H

igh rises
604.2.15 U

nderground buildings

Sm
oke-proof enclosures

60 seconds for ventilation; 
10 seconds for fire  
detection

909.20.6.2
403.11 H

igh rises
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Elevator car operation 
in high-rise buildings &

 
underground buildings

60 seconds
403.11 H

igh rises
405.10 U

nderground buildings
604.2.14 H

igh rises
604.2.15 U

nderground buildings

Elevator car lighting in 
high-rise buildings &

 un-
derground buildings

10 seconds
403.11 H

igh rises
405.10 U

nderground buildings
604.2.14 H

igh rises
604.2.15 U

nderground buildings

Lights &
 pow

er for high-
rise building fire com

m
and 

center and m
echanical 

equipm
ent room

s

10 seconds
403.11 H

igh rises
604.2.14 H

igh rises

LE
G

A
LLy

 R
E

q
u

IR
E

D
 S

TA
n

D
B

y
 P

O
w

E
R

 S
y

S
T

E
M

S
Pressurization equipm

ent 
for low

-rise buildings
1

60 seconds
909.22

909.22

O
peration of elevators 

used as accessible m
eans 

of egress in low
-rise build-

ings
1

60 seconds
1007.4 &

 .5
1007.4 &

 .5

Fire pum
ps in low

-rise 
buildings

1

60 seconds

1C
onnection ahead of the service disconnecting m

eans is an acceptable source of legally required standby pow
er for these system

s.  C
onnection ahead of the service dis-

connecting m
eans, or “tap ahead of the m

ain” is a connection “located ahead of and not w
ithin the sam

e cabinet, enclosure, or vertical sw
itchboard section as the service 

disconnecting m
eans.... T

he legally required standby service shall be sufficiently separated from
 the norm

al m
ain service disconnecting m

eans to prevent sim
ultaneous 

interruption of supply through an occurrence w
ithin the building or groups of buildings served.”  See Section 701.11(E) of the Seattle Electrical C

ode.


